
1 REVISOR 4715.1580

4715.1580 METHOD OF PROVIDING AN AIR BREAK.

The air break shall be so installed as to prevent back flow into the fixture, appliance,
or device by one of the following methods:

A. Discharging to the inlet side of the trap of a floor drain, sink, or receptor whose
flood level rim is below the bottom of the fixture to be protected.

B. Discharging at or below the spill rim of a floor drain, sink, or receptor whose
flood level rim is below the bottom of the fixture to be protected.

Statutory Authority: MS s 326.37 to 326.45; 326B.43 to 326B.49

History: L 2007 c 140 art 6 s 15; art 13 s 4
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